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Item Code
Referencia

Voltage
Volltaje

Watts
Vatios

Dimensions 
(mm)

IP IK P Class Aperture
Angulo

CCT P.F.

GS100B 100-277V 100 464x430x111.5 IP65 10 I 120º 5700 ≥0.95

GS150B 100-277V 150 464x430x111.5 IP65 10 I 120º 5700 ≥0.95

CAUTION
EN- The fixture should be installed by a qualified electrician, and make sure the fixture can work well reviewing the specification.
Make sure the voltage is suitable for the luminaire,and L/N/G cables are connected properly.
Do not install or use the luminari in a complete vertical (with LEDs facing up or facing down). 
Please make sure the power is off before replacing or manipulating the luminaire and read this instruction before installation. 
Contact the manufacturer or official distributors before manipulating or replacing any of the components in the luminaire.

ES- La luminaria debe instalarse por un profesional.
Asegúrese de que la luminaria funcionará correctamente revisando las especificaciones
Asegúrese de que el voltaje es el correcto y que los cable L/N/G están conectados correctamente
No instale la luminaria en posición completamewnte vertical (con los LEDs mirando hacia arriba ni hacia abajo)
Asegúrese de que la corriente este apagada antes de manipular la luminaria y lea las instrucciones antes de empezar a instalar. 
Póngase en contacto con el fabricante o distribuidor oficial antes de manipular o reemplazar cualquier componente de la luminaria

Hole Dimensions
Dimensiones Corte:

Brown | Marron - L
Blue | Azul - N
G/Y | G/A - GND . Tierra


